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ATTACHMENT 6 
 
Mechanical equipment discharges; dissolved metals analytical results from samples 
collected at Buildings 806, 827A, 827C, 827D, and 827E. 
Parameter  B806 B827 B827C B827D B827E 
Dissolved metals  10/7/04 10/7/04 10/7/04 10/7/04 10/7/04 
Aluminum mg/L < 0.05 < 0.05 <0.05 < 0.05 <0.25 
Antimony mg/L < 0.005 < 0.005 <0.005 < 0.005 <0.005 
Arsenic mg/L < 0.002 < 0.002 <0.002 < 0.002  0.0028 
Barium mg/L < 0.025 < 0.025 <0.025 < 0.025 <0.2 
Beryllium mg/L < 0.0005 < 0.0005 <0.0005 < 0.0005 <0.0005 
Boron mg/L  0.9  1.1  0.79  0.91  2.2 
Cadmium mg/L < 0.0005 < 0.0005 <0.0005 < 0.0005 <0.0005 
Chromium mg/L < 0.001 < 0.001  0.0013 < 0.001  0.0072 
Cobalt mg/L < 0.05 < 0.05 <0.05 < 0.05 <0.25 
Copper mg/L  0.13  0.023  1.8  0.19  0.28 
Hexavalent chromium mg/L < 0.002 < 0.002  0.002  0.002  0.0066 
Iron mg/L < 0.1 < 0.1  2.2  1.4 <0.5 
Lead mg/L < 0.005 < 0.005  0.0077  0.0053 <0.005 
Manganese mg/L < 0.03 < 0.03  0.16 < 0.03 <0.2 
Mercury mg/L < 0.0002 < 0.0002 <0.0002 < 0.0002 <0.0002 
Molybdenum mg/L < 0.025 < 0.025 <0.025 < 0.025  0.045 
Nickel mg/L < 0.002 < 0.002  0.019  0.0036 <0.002 
Selenium mg/L < 0.002 < 0.002 <0.002 < 0.002  0.0036 
Silver mg/L < 0.001 < 0.001 <0.001 < 0.001 <0.001 
Thallium mg/L < 0.001 < 0.001 <0.001 < 0.001 <0.001 
Vanadium mg/L < 0.02 < 0.02 <0.02 < 0.02 <0.1 
Zinc mg/L < 0.02  0.034  0.34  0.03 <0.1 
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